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Facility	Information	
Name: City of Sandpoint Sand Creek Water Treatment Plant 
Contact: David Pafundi, Water Treatment Supervisor 
Type: Water Supply (SIC 4941) 
Physical Address: ~950 Schweitzer Basin Road, Sandpoint, ID 83864 
Mailing Address: 1123 Lake Street, Sandpoint, ID 83864 
Phone Number: (208) 263‐3440 
Fax Number: (208) 265‐1480 
Permit Number: ID‐002435‐0 

Inspection	Information	
Date: July 27, 2011 
Entry Time: 1:30 pm 
Exit Time: 4:00 pm 
Inspector(s): Jennifer Wester (Idaho DEQ‐State Office), Matt Plaisted (Idaho DEQ‐CRO) 
Facility Personnel: David Pafundi (City of Sandpoint) 
Report Author: Jennifer Wester (Idaho DEQ‐State Office) 
Inspection Type: Announced CEI 
Weather: Mostly sunny, around 75°F 
Purpose: Determination of compliance with NPDES Permit #ID‐002435‐0 and the Clean Water Act. 

Owner/Operator	Information	
Owner: City of Sandpoint 
Operator: David Pafundi 

Inspection	Entry	
Mr. Plaisted and I arrived at the facility at 1:30 pm after meeting Mr. Pafundi in Sandpoint and following 
him to the plant. No credentials were presented as I have not yet received any; however I showed my 
DEQ identification badge and left a copy of my business card. I explained that DEQ has a contract with 
EPA to perform a number of NPDES inspections each year. Access was granted to inspect and 
photograph the wastewater treatment system and operation records. 

Background	
The City of Sandpoint’s Sand Creek water treatment plant is currently the only surface water treatment 
plant online. The Lake Street plant is under construction. The drinking water treatment system consists 
of four parallel filter beds. The facility is located north of the city on Schweitzer Mountain Road. The 
plant is fenced and consists of two structures, the main plant building housing the filters and pumps and 
a smaller structure containing treatment and metering. The settling pond for the backwash and filter‐to‐
waste is located approximately ¼ mile southeast of the plant along Sand Creek. Sand Creek is the 
receiving water for Outfall 001. There are no other outfalls from the plant.  
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Waste	Management	Process	
Wastewater from the treatment process is generated from periodic backwash of the filters and 
contributions from filter‐to‐waste. The backwash dislodges particles that clog the filters, extending the 
operational life. Filter‐to‐waste is generated immediately following a backwash when the filtered water 
is not considered to be of drinking water quality. At the Sand Creek plant, these wastewaters are sent to 
a retention pond (see Figures 20 and 21 in Appendix 1) downstream where the solids are allowed to 
settle before overflowing through the discharge pipe to the outfall. 

Scope	of	the	Inspection	 	 	
During the inspection, I reviewed the facility permit, records (see Figures 2 through 6, 11 and 12 of 
Appendix 1), treatment site (see Figures 1, 7 through 9 and 13 through 18 in Appendix 1), operations 
and maintenance (see Figure 10 of Appendix 1) and discharge point (see Figure 21 in Appendix 1). 
Sample collection was not evaluated at the time of the inspection. While flow meters were discussed, no 
calibration records were examined. Sludge handling processes and procedures were not evaluated at 
the time of the inspection.  

Records	Review	
As shown in Figures 2 through 6, 11 and 12 of Appendix 1, I reviewed the most recent Discharge 
Monitoring Report (DMR) (June 2011) and associated documentation. Hard copies of DMR data 
submitted by the permittee are kept in a filing cabinet at the plant.  The operating log sheet (Figure 3 in 
Appendix 1) showed the data recorded weekly during the month of June 2011. Figures 4 through 6 of 
Appendix 1 show the June 2011 laboratory data sheets for TSS and total trihalomethanes (TTHMs) as 
well as the metals results from May 2011. I spot checked the calculations and reported data for the June 
2011 DMR and did not find any discrepancies.   
 
The Quality Assurance Plan (QAP) was dated February 22, 2007 and a copy was posted at the plant. The 
QAP did not include written sampling procedures or sample holding times. 
 
The operation and maintenance (O&M) manual for the permittee is undated, but Mr. Pafundi thinks 
that it was compiled in 1997 or 1998. The O&M contains operating procedures and manuals for current 
treatment system equipment. Maintenance records are kept electronically I suggested that the QAP and 
O&M manuals be evaluated and updated as necessary with the new permit. 

Receiving	Water	
The Sand Creek water treatment plant discharges to Sand Creek which is tributary to the Lake Pend 
Orielle. Photo 21 shows Outfall 001 after the settling pond.  

Area(s)	of	Concern	
Permit Section I.D.3: At the time of the inspection, the QAP was incomplete and missing written 
sampling procedures and sample holding times. I communicated this to Mr. Pafundi during review of the 
QAP. 






